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QC-PB-I

120V ~ 50Hz/60Hz

REPLACING THE FUSE

If the lamp does no light, check the fuse and if necessary 
proceed as axplained below.
Check that the plug is disconnected from the line socket.
Unscrew the screws (A) and open the dimmer box; check 
the state of the fuse (B) and if neccessary replace with a 
new fuse with identical characteristics (F2, 5AH).

Type Y IEC attachment: any replacement can only be 
made by the manufacturer, his service agent or similar 
qualified person.
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